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Operator Oversight:  Rule 1905(9) of Act 399 states that a waterworks shall have in place a plan for proper 

operation of the waterworks system when the operator in charge is not available. 

 



 
 

 

 



Cross Connections:  Part 14 of Act 399 states a Type I water supply must develop a control program for the 

elimination and prevention of all cross connections.  Annual Report due by March 31st of each year. 

Sample template for Cross Connection Control Program for Small Systems: 

 

 

 

 



Sample Template for Cross Connection Report for Small Systems, Residential Only: 

 



 

 

 


